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Cable Coating
CP 678

5 - 40°C
41 - 104°F

Ø1=
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x = (Ø2 - Ø1) / 2
FM: x = 1.6 mm (0.07")
GL (IEC 60332-3): 
x = 0.5 mm (0.02") 
1x          = ca. 0.5 mm

40°

Ø2=

24h*

5

8

Printed: 10.02.2016 | Doc-Nr: PUB / 5173556 / 000 / 02


